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The substation is proposed to be
drained by a swale. The swale is 47m
in length, with a 3.6m base width. The
maximum depth of the feature is 0.4m
including a 0.15m freeboard, and 1 in
3 side slopes. The swale will provide
51m3 of storage, as required.

Surface water will then be discharged
at a controlled rate of 2 l/s in to the
ordinary watercourse located along
the south-western boundary of the
site, which ultimately discharges into
the Afon Dulais.


